














a. Maintain an up-to-date map of the sanitary sewer system,
showing all gravity line segments and manholes, pumping
facilities, pressure pipes and valves, and applicable
stormwater conveyance facilities;

b. Describe routine preventive operation and maintenance
activities by staff and contractors; including a system for
scheduling regular maintenance and cleaning of the
sanitary sewer system with more frequent cleaning and
maintenance targeted at known problem areas. The
Preventative Maintenance (PM) program should have a
system to document scheduled and conducted activities,
such as work orders;

C. Develop a rehabilitation and replacement plan to identify
and prioritize system deficiencies and implement short-
term and long-term rehabilitation actions to address each
deficiency. The program should include regular visual and
TV inspections of manholes and sewer pipes, and a
system for ranking the condition of sewer pipes and
scheduling rehabilitation. Rehabilitation and replacement
should focus on sewer pipes that are at risk of collapse or
prone to more frequent blockages due to pipe defects.
Finally, the rehabilitation and replacement plan should
include a capital improvement plan that addresses proper
management and protection of the infrastructure assets.
The plan shall include a time schedule for implementing
the short and long term plans plus a schedule for
developing the funds needed for the capital improvement
plan;

d. Provide training on a regular basis for staff in sanitary
sewer system operations, maintenance, and require
contractors to be appropriately trained; and

e. Provide equipment and replacement part inventories,
including identification of critical replacement parts.

COWWTD Plan: These elements described in section (iv) will be included in our
Operations and Maintenance SSMP program task element due on November 1,
2009. Some of these elements exist now, but will be updated as necessary in our
final O&M program description and compliance summary in our SSMP.

The sewer-mapping component is complete and being managed by our Contract
Engineering Firm. These maps will be included in the final SSMP.

A Rehabilitation and Replacement Plan will need to be developed. COWWTD
currently has an unwritten preventative maintenance program that includes
some of the above elements described in subparagraph (iv) (c). COWWTD will
also need to develop a life-cycle asset management program for the components
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of our collection system. We will need to describe our PM program in detail in
this section of the final SSMP, including the CIP plan, budget, and time
schedules, as necessary.

We will describe elements of the CCTV and visual inspection program in this
section of the final SSMP.

We will describe our in-house training program in detail in this section of the
SSMP. COWWTD provides ongoing in-house technical and safety training for its
staff. The long-range elements of the training plan are constantly undergoing
review by the WWT Collections System Division.

An asset inventory of all of our equipment and replacement parts, including our
critical replacement parts, will be contained in our asset register, which will be
maintained as part of our asset management program. We will discuss this in
more detail in this section of the final SSMP.

V. Design and Performance Provisions:

a. Design and construction standards and specifications for
the installation of new sanitary sewer systems, pump
stations and other appurtenances; and for the rehabilitation
and repair of existing sanitary sewer systems; and

b. Procedures and standards for inspecting and testing the
installation of new sewers, pumps, and other
appurtenances and for rehabilitation and repair projects.

COWWTD Plan: These procedures (City of Waterford Standards and
Specifications) are available for review by regulators or the public at the Offices of
City Hall and are available for internal use. COWWTD also has a program for
updating our standards and specifications on an ongoing basis.

vi. Overflow Emergency Response Plan - Each Enrollee shall
develop and implement an overflow emergency response plan
that identifies measures to protect public health and the
environment. At a minimum, this plan must include the following:

a. Proper notification procedures so that the primary
responders and regulatory agencies are informed of
all SSOs in a timely manner;

b. A program to ensure appropriate response to all
overflows;
C. Procedures to ensure prompt notification to

appropriate regulatory agencies and other potentially
affected entities (e.g. health agencies, regional water
boards, water suppliers, etc...) of all SSOs that
potentially affect public health or reach the waters of
the State in accordance with the MRP. All SSOs shall
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be reported in accordance with this MRP, the
California Water Code, other State Law, and other
applicable Regional Water Board WDR or NPDES
permit requirements. The SSMP should identify the
officials who will receive immediate notification;

Procedures to ensure that appropriate staff and
contractor personnel are aware of and follow the
Emergency Response Plan and are appropriately
trained;

Procedures to address emergency operations, such
as traffic and crowd control and other necessary
response activities; and

A program to ensure that all reasonable steps are
taken to contain and prevent the discharge of
untreated and partially treated wastewater to waters
of the United States and to minimize or correct any
adverse impact on the environment resulting from the
SSO0s, including such accelerated or additional
monitoring as may be necessary to determine the
nature and impact of the discharge.

COWWTD Plan: COWWTD currently has no formal SSO emergency response

plan in place. COWWTD is however registered and is reporting to the new
California Integrated Water Quality System (CIWQS) on-line SSO Reporting
System Database. A plan will be compiled and implemented to conform with the
requirements of this WDR, and we will respond to all items in section (vi) in detail
in the appropriate sections of our final SSMP, as well an any other changes that
the State Water Board makes to the CIWQS reporting program.

vii.

Fats, Oils, and Grease (FOG) Control Program: Each Enrollee
shall evaluate its service area to determine whether a FOG control
program is needed. If an Enrollee determines that a FOG program
is not needed, the Enrollee must provide justification for why it is
not needed. If FOG is found to be a problem, the Enrollee must
prepare and implement a FOG source control program to reduce
the amount of these substances discharged to the sanitary sewer
system. This plan shall include the following as appropriate:

a.

An implementation plan and schedule for a public
education outreach program that promotes proper
disposal of FOG;

A plan and schedule for the disposal of FOG generated
within the sanitary sewer system service area. This may
include a list of acceptable disposal facilities and/or
additional facilities needed to adequately dispose of FOG
generated within a sanitary sewer system service area;
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The legal authority to prohibit discharges to the system
and identify measures to prevent SSOs and blockages
caused by FOG;

Requirements to install grease removal devices (such as
traps or interceptors) design standards for the removal
devices, maintenance requirements, BMP requirements,
record keeping and reporting requirements;

Authority to inspect grease producing facilities,
enforcement authorities, and whether the Enrollee has
sufficient staff to inspect and enforce the FOG ordinance;
An identification of sanitary sewer system sections
subject to FOG blockages and establish a cleaning
maintenance schedule for each section; and

COWWTD Plan: COWWTD will take all steps necessary to comply with the above
requirements (passage of ordinances and regulations related to fats, oils, and
grease) prior to the stated deadline of November 1, 2009. The plan that is
compiled will be included in the final SSMP.

viii.

System Evaluation and Capacity Assurance Plan: The Enrollee
shall prepare and implement a capital improvement plan (CIP) that
will provide hydraulic capacity of key sanitary sewer system
elements for dry weather peak flow conditions, as well as the
appropriate design storm or wet weather event. At a minimum, the
plan must include:

a.

Evaluation: Actions needed to evaluate those portions of
the sanitary sewer system that are experiencing or
contributing to an SSO discharge caused by hydraulic
deficiency. The evaluation must provide estimates of
peak flows (including flows from SSOs that escape from
the system) associated with conditions similar to those
causing overflow events, estimates of the capacity of key
system components, hydraulic deficiencies (including
components of the system with limiting capacity) and the
major sources that contribute to the peak flows
associated with overflow events;

Design Criteria: Where design criteria do not exist or are
deficient, undertake the evaluation identified in “a” above
to establish appropriate design criteria; and

Capacity Enhancement Measures: The steps needed to
establish a short- and long-term capital improvement
plan (CIP) to address identified hydraulic deficiencies
including prioritization, alternatives analysis, and
schedules. The CIP may include increases in pipe size,
I/l reduction programs, increases and redundancy in
pumping capacity, and storage facilities. The CIP shall
include an implementation schedule and shall identify
sources of funding.
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d. Schedule: The Enrollee shall develop a schedule of
completion dates for all portions of the capital
improvement program developed in (a-c) above. This
schedule shall be reviewed and updated consistent with
the SSMP review and update requirements as described
in Section D. 14.

COWWTD Plan: COWWTD currently has design standards and guidelines to
assure adequate capacity. COWWTD’s capital improvement program will assure
that older gravity and pumping facilities are upgraded as needed to ensure
adequate capacity through the system. These programs and their schedules will
be described more extensively in the appropriate sections of our final SSMP.

We will formally address items covered in Section (H) in our System Evaluation
and Capacity Assurance plan due on May 1, 2010. We already work under annual
and long-range plans that have proven effective. All items covered in Section (vii)
will be a part of our plan in some manner. We are not having capacity related
problems at this time.

No dry-weather bottlenecks exist to staff’s knowledge. Previous projects done
by the prior Waterford Community Services District (WUSD) have eliminated the
known wet-weather related bottlenecks.

In 2007, COWWTD completed the Collection System Model for the Strategic Plan
Update that is a part of a long-range Strategic Master Planning process, which
includes capacity planning for future growth. This flow model is an important new
planning tool for our SSMP.

iX. Monitoring, Measurement, and Program Modifications: The
Enrollee shall:
a. Maintain relevant information that can be used to
establish and prioritize appropriate SSMP
activities;
b. Monitor the implementation and, where

appropriate, measure the effectiveness of each
element of the SSMP;

C. Assess the success of the preventative
maintenance program;

d. Update program elements, as appropriate, based
on monitoring or performance evaluations; and

e. Identify and illustrate SSO trends, including:
frequency, location, and volume.
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COWWTD Plan: COWWTD will be establishing a formal methodology to monitor
the implementation effectiveness of each SSMP element, and will be working with
our City Engineer and our Finance Director to ensure that we remain in
compliance with the provisions of the WDR. Changes will be made as necessary
to continually improve this document and update program elements, as
appropriate, in accordance with the provisions of this section based on the results
of our future evaluations.

The measurement portion of the program will be developed and will likely include
an SSO-trending metric.

COWWTD will assign appropriate Staff to serve as the SSMP task manager to
review and monitor the implementation, and where appropriate, measure the
effectiveness of each element of the SSMP.

X. SSMP Program Audits - As part of the SSMP, the Enrollee shall
conduct periodic internal audits, appropriate to the size of the
system and the number of SSOs. At a minimum, these audits
must occur every two years and a report must be prepared and
kept on file. This audit shall focus on evaluating the effectiveness
of the SSMP and the Enrollee’s compliance with the SSMP
requirements identified in this subsection (D.13), including
identification of any deficiencies in the SSMP and steps to correct
them.

COWWTD Plan: COWWTD will develop an internal audit program to evaluate the
effectiveness of our SSMP and our compliance with the SSMP requirements.
Internal audits will be conducted on our SSMP in accordance with the
requirements stated above. COWWTD will conduct these audits as necessary.
Strategies to identify and correct deficiencies in our SSMP, if they exist, will be
accomplished by the responsible COWWTD department.

Xi. Communication Program — The Enrollee shall communicate on
a regular basis with the public on the development,
implementation, and performance of its SSMP. The
communication system shall provide the public the opportunity
to provide input to the Enrollee as the program is developed and
implemented.

The Enrollee shall also create a plan of communication with
systems that are tributary and/or satellite to the Enrollee’s
sanitary sewer system.

COWWTD Plan: Our plan to comply with section (xi) includes short-term and
long-term measures that will be described more fully in our final SSMP. The
COWWTD will have a team in place to work on this item with the exception of the
tributary or satellite system requirement, as none exist. Ultimately, COWWTD’s
website will be used to convey this information.
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15.

16.

Both the SSMP and the Enrollee’s program to implement the SSMP
must be certified by the Enrollee to be in compliance with the
requirements set forth above and must be presented to the Enrollee’s
governing board for approval at a public meeting. The Enrollee shall
certify that the SSMP, and subparts thereof, are in compliance with this
WDR within the time frames identified in the time schedule provided in
subsection D.15, below.

In order to complete this certification, the Enrollee’s authorized
representative must complete the certification portion in the Online
SSO Database Questionnaire by checking the appropriate milestone
box, printing and signing the automated form, and sending the form
to:

State Water Resources Control

Board Division of Water Quality

Attn: SSO Program Manager

P.O. Box 100

Sacramento, CA

95812

The SSMP must be updated every five (5) years, and must
include any significant program changes. Recertification by the
governing Board of the Enrollee is required in accordance with
D.14 when significant updates to the SSMP are made. To
complete the recertification process, the Enrollee shall enter
the data in the Online SSO Database and mail the form to the
State Water Board, as described above.

COWWTD Plan: COWWTD’s governing board will certify the SSMP once it has
been completed, and agrees to the recertification schedule in Section 14 above.
The database questionnaire was submitted to the State Water Board as required as
a part of the WDR enrollment process.

The Enrollee shall comply with these requirements
according to the following schedule. This time schedule
does not supersede existing requirements or time
schedules associated with other
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Sewer System Management Plan Time Schedule for COWWTD

Task and Associated Section of WDR

Completion Date

SSMP Development Plan and Schedule
No specific Section

February 1, 2008

Goals and Organization Structure
Section D 13 (i) & (ii)

May 1, 2008

Overflow Emergency Response Program
Section D 13 (vi)

November 1, 2009

Legal Authority
Section D 13 (iii)

November 1, 2009

Operation and Maintenance Program
Section D 13 (iv)

November 1, 2009

Grease Control Program
Section D 13 (vii)

November 1, 2009

Design and Performance

Section D 13 (v) May 1, 2010
System Evaluation and Capacity Assurance Plan

Section D 13 (viii) May 1, 2010
Final SSMP, incorporating all of the SSMP requirements

Section D 13 May 1, 2010

COWWTD Plan: The above timeline table is based upon population (2500-10,000).
We acknowledge and agree to the Sewer System Management Plan Time

Schedule as listed in the table above.

E. WDR and SSMP AVAILABILITY

1. A copy of this WDR and the certified SSMP shall be maintained at
appropriate locations (such as the Enrollee’s offices, facilities,
and/or Internet homepage) and shall be available to sanitary sewer
system operating and maintenance personnel at all times.

COWWTD Plan: COWWTD will maintain a copy of this WDR and a copy of its
SSMP at the Wastewater Treatment Plant offices, office of Waterford City Hall,
and it will be posted on the City of Waterford website (www.cityofwaterford.org).
It will be available to sanitary sewer system operating and maintenance
personnel and all interested parties at these locations upon request.

F. ENTRY AND INSPECTION

1. The Enrollee shall allow the State or Regional Water Boards or their
authorized representative, upon presentation of credentials and other
documents as may be required by law, to:

a. Enter upon the Enrollee’s premises where a regulated facility
or activity is located or conducted, or where records are kept
under the conditions of this Order;
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b. Have access to and copy, at reasonable times, any records
that must be kept under the conditions of this Order;

C. Inspect at reasonable times any facilities, equipment
(including monitoring and control equipment), practices, or
operations regulated or required under this Order; and

d. Sample or monitor at reasonable times, for the purposes of
assuring compliance with this Order or as otherwise
authorized by the California Water Code, any substances or
parameters at any location.

COWWTD Plan: We currently provide access to the State or Regional Water Board

or their authorized representative(s), upon presentation of credentials and other
documents as may be required by law, as stipulated above.

G. GENERAL MONITORING AND REPORTING REQUIREMENTS

1.

The Enrollee shall furnish to the State or Regional Water Board, within
a reasonable time, any information which the State or Regional
Water Board may request to determine whether cause exists for
modifying, revoking and reissuing, or terminating this Order. The
Enrollee shall also furnish to the Executive Director of the State
Water Board or Executive Officer of the applicable Regional Water
Board, upon request, copies of records required to be kept by this
Order.

The Enrollee shall comply with the attached Monitoring and Reporting
Program No. 2006-0003 and future revisions thereto, as specified by
the Executive Director. Monitoring results shall be reported at the
intervals specified in Monitoring and Reporting Program No. 2006-
0003. Unless superseded by a specific enforcement Order for a
specific Enrollee, these reporting requirements are intended to
replace other mandatory routine written reports associated with SSOs.

All Enrollees must obtain SSO Database accounts and receive a
“Username” and “Password” by registering through the California
Integrated Water Quality System (CIWQS). These accounts will allow
controlled and secure entry into the SSO Database. Additionally,
within 30-days of receiving an account and prior to recording spills
into the SSO Database, all Enrollees must complete the “Collection
System Questionnaire”, which collects pertinent information regarding
a Enrollee’s collection system. The “Collection System Questionnaire”
must be updated at least every 12 months.

Pursuant to Health and Safety Code section 5411.5, any person who,
without regard to intent or negligence, causes or permits any untreated
wastewater or other waste to be discharged in or on any waters of the
State, or discharged in or deposited where it is, or probably will be,
discharged in or on any surface waters of the State, as soon as that
person has knowledge of the discharge, shall immediately notify the
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local health officer of the discharge. Discharges of untreated or
partially treated wastewater to storm drains and drainage channels,
whether man made or natural or concrete lined, shall be reported as
required above.

All SSOs greater than 1,000 gallons discharged in or on any waters
of the State, or discharged in or deposited where it is, or probably will
be, discharged in or on any surface waters of the State shall also be
reported to the Office of Emergency Services pursuant to California
Water Code section 13271.

COWWTD Plan: We are currently complying with these M&RP requirements,
effective on January 2007, as adopted by the State Water Board. Any future
questions we have on these requirements will be brought to the State Water
Board’s attention for review and response, as well as improvements to the
CIWQS.

H. CHANGE IN OWNERSHIP

1. This Order is not transferable to any person or party, except after
notice to the Executive Director. The Enrollee shall submit this notice
in writing at least 30 days in advance of any proposed transfer. The
notice must include a written agreement between the existing and new
Enrollee containing a specific date for the transfer of this Order's
responsibility and coverage between the existing Enrollee and the new
Enrollee. This agreement shall include an acknowledgement that the
existing Enrollee is liable for violations up to the transfer date and that
the new Enrollee is liable from the transfer date forward.

INCOMPLETE REPORTS

1. If an Enrollee becomes aware that it failed to submit any relevant facts
in any report required under this Order, the Enrollee shall promptly
submit such facts or information by formally amending the report in the
Online SSO Database.

J. REPORT DECLARATION

1. All applications, reports, or information shall be signed and certified as
follows:

(@ All reports required by this Order and other information required
by the State or Regional Water Board shall be signed and
certified by a person designated, for a municipality, state,
federal or other public agency, as either a principal executive
officer or ranking elected official, or by a duly authorized
representative of that person, as described in paragraph (ii) of
this provision. (For purposes of electronic reporting, an
electronic signature and accompanied certification, which is in
compliance with the Online SSO database procedures, meets
this certification requirement)
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(i) An individual is a duly authorized representative only if:

@) The authorization is made in writing by a
person described in paragraph (i) of this
provision; and

(b) The authorization specifies either an individual
or a position having responsibility for the
overall operation of the regulated facility or
activity.

K. CIVIL MONETARY REMEDIES FOR DISCHARGE VIOLATIONS

1. The California Water Code provides various enforcement
options, including civil monetary remedies, for violations of this
Order.

2. The California Water Code also provides that any person failing or

refusing to furnish technical or monitoring program reports, as required
under this Order, or falsifying any information provided in the technical
or monitoring reports is subject to civil monetary penalties.

L. SEVERABILITY

1. The provisions of this Order are severable, and if any provision of this
Order, or the application of any provision of this Order to any
circumstance, is held invalid, the application of such provision to other
circumstances, and the remainder of this Order, shall not be affected
thereby.

2. This order does not convey any property rights of any sort or any
exclusive privileges. The requirements prescribed herein do not
authorize the commission of any act causing injury to persons or
property, nor protect the Enrollee from liability under federal, state or
local laws, nor create a vested right for the Enrollee to continue the
waste discharge.

COWWTD Plan: We understand the requirements stated in paragraphs H
through L and COWWTD agrees to all of the stipulations stated above.
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